
                                                                        Reference for 75 Common Deficiencies

Description Standard
1 General Duty Clause 29 CFR 1903.1

2 Broken/Missing Grnd Prong 29 CFR 1910.303 (b) (1) and (b) (2) (c) and NEC 410-58 

3 Circuit Breakers Not Labeled NEC 110-22 and 29 CFR 1910.303 (f)

4 3/2 Adapter Improperly Used 29 CFR 1910.303 (b) (1) and (b) (2) and NEC 410-58

5 Cube Taps Used NEC 400-7

6 Damaged Receptacle Cover NEC 410-56 (c) and NEC 370-15

7 Damaged Electrical Cord NEC 400-9

8 Power Cord Through Wall NEC 400-8

9 Extension Cord Used as Permanent Wiring 29 CFR 1910.305 (g) (1) (iii)

10 Extension Cord to Extension Cord NEC 400-9

11 Front Wired Plugs NEC 410-56 (d)

12 Guards On Fluor Lights 29 CFR 1910.303 (g) (2) (d) (ii)

13 Inadequate Lighting 29 CFR 1910.303 (b)

14 Emergency Lighting (Business Occupancies) NFPA 10127-2.9

15 Machinery Not Grounded NEC 250-43

16 Missing Globe On Shower Light 29 CFR 1910.303 (b)

17 Opening In Outlet Boxes 29 CFR 1910.305 (b) (1) (ii) and NEC 250-45 (d)

18 Openings In Breaker Panel NEC 110-17 A 2

19 Uncovered Flush Floor Recpt. 29 CFR 1910.22 (a) (1) and NEC 410-57

20 Outdoor Recep. W/O Guards NEC 370-5

21 Refrigerator Not Grounded 29 CFR 1910.304 (f) (5) (v) and (e) (1) and NEC 250-45 (d)

22 Water Cooler Not Grounded 29 CFR 1910.304 (f) (5) (iv) (b) and NEC 250-45 (d)

23 Spliced Power Cord 29 CFR 1910.303 (b) (1) and (2) (c) 

24 Switches Taped In Position 29 CFR 1910.305 (j) (4) (ii) (e)

25 Handrails 29 CFR 1910.23

26 Missing Railing 29 CFR 1910.23 (a) (1) and (c) (2)

27 Aisle Blocked 29 CFR 1910.36 (b) (4)

28 Blocked Exit Not Marked 29 CFR 1910.36 (b) (5)

29 Damaged Panic Hardware 29 CFR 1910.36 (d) (2)

30 Exit Not Marked 29 CFR 1910.36 (b)

31 Exit Door Locked 29 CFR 1910.36 (b) (4)

32 Missing Railing 29 CFR 1910.23 (a) (1) & (c) (2)

33 Hand Rails 29 CFR 1910.23

34 Hand Tools 29 CFR 1910.24 2(a) 

35 Paper Cutter W/O Safety Latch 29 CFR 1910.212

40 Grinding On Side Of Wheel ANSI B7.1-1978

41 Grinding Flanges - (& Guards) 29 CFR 1910.215 (c) (1) & (guards) (b) (9)

42 Tool Rest Improperly Adjust 29 CFR 1910.251 (a) (4)

43 Brakes On Forklift 29 CFR 1910.178 (p) (1) & (q) (1) & 1910.36 (b) (5) 

44 Tire Inflation Hose 29 CFR 1910.177 (d)

45 Damaged Air Hose 29 CFR 1910.157 (c) (4)

46 Jack Stand & Lifts Inspection TB 43-012 Para 4 (b) (2) (b) & (c) & 6 (3) (a)

47 Ventilation For Battery Rooms 29 CFR 1910.307 (b) (2) (I) & (b) (3)

48 Ventilation Sys Inop 29 CFR 1910.94 (a) (1) (viii) & (a) (2) (ii)

49 Fan Opening Over 1/2" 29 CFR 1910.212 (a) (5)

50 Belt Guards 29 CFR 1910.212 (a) (5)

51 Pully Belts Not Guarded 29 CFR 1910.219 (a) (2)

52 Guards Drill Press 29 CFR 1910.212 (1) & (2) 



53 Split Handle On Hand Tools 29 CFR 1910.242 (a)

54 Radial Arm Saw Auto Return 29 CFR 1910.213 (h) (4)

57 Comp. Gas Tanks Unsecured Compressed Gas Assn. Pam P-1-1965

58 Oxygen Stored W/Flammables 29 CFR 1910.252 (a) (2) (iv) (a) & (c+A39)  

59 Gas Cylinders Without Caps 29 CFR 1910.102 (a)

60 Oxygen/Acyl Stored Too Close AR 700-68

61 Fire Extinguishers 29 CFR 1910.157

62 Fuel Stored In Equipment 29 CFR 1910.106 (5)

63 Combustible/Flamm Stored Together FH Suppl. 1 to AR 420-90

64 Flammable Storage Improper FH Suppl. 1 to AR 420-90

65 Overhead Storage Improper NFPA 101

66 Housekeeping 29 CFR 1910.22 (a) (1) & (2)

67 Tripping Hazard 29 CFR 1910.22 (a) (1) 

68 Clean Grease Trap 29 CFR 1910.22 (a) (1) & (2)

69 Drain Covers Trap 29 CFR 1910.22 (a) (3)

70 Improper Asbestos Storage 29 CFR 1910.1001 (h) (2)

71 Inadequate HAZCOM Program 29 CFR 1910.1200

72 Eye Lavage ANSI Standard, Z 358.1 (1981)

73 No Hot Water 29 CFR 1910.141 (d) (2)

74 Coffee Pot To Extension NEC 402-5

75 Safety Boards TB 385-4


